
Disinfection Equation 

Ref. Oct. 1, 2009 2C .0111(b) 

 

Gallons per foot X Feet of water = Gallons of water to disinfect to 100 parts per million 

 

Ex. 1.5 gallons per foot X 200 feet of water = 300 gallons 

 Approximately 3 ounces of 65-75% hypochlorite per 100 gallons for a 100-ppm residual 

 3 X 3 = 9 ounces of hypochlorite 


